
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCSICO BAY REGION

ORDER NO. 91 - 162

WATER RECLAMATION REQUIREMENTS FOR:

PACIFIC UNION COLLEGE
ANGWIN, NAPA COUNTY

The California Regional Water Quality Control Board, San
Francisco Bay Region (hereinafter called the Board), finds that:

1. Pacific Union College (hereinafter also called the Discharger)
is a small academic institution located on Howell Mountain
Road in the town of Angwin, in the hills east of the Napa
Valley. The Discharger owns and operates a wastewater
treatment plant serving the college and ancillary facilities.

2. The Board adopted Order No. 82-49 on September 15, 1982
prescribing Water Reclamation Requirements for the
Discharger's wastewater treatment plant and use of the plant
effluent as reclaimed water.

3. The Discharger submitted a Report of Waste Discharge, dated
August 13, 1991, for updating and reissuance of Water
Reclamation Requirements.

4. The Discharger's treatment plant has an average dry weather
flow of about 140,000 gallons per day (gpd), and design
treatment capacity of 200,000 gpd. The plant serves a total
popUlation of about 2,360 persons, which includes an
enrollment of about 1,000 students during the academic year.

5. The facilities served by the plant include the following:
550 student rooms, 168 private residences, about 18 academic
buildings, the college Dining Commons, one commercial laundry
(hospital and hotel linens only), two self-service laundromats,
and a small pizzeria and del i located in a small commercial
complex.

6. The treatment plant consists of the following, in order of
wastewater flow: a grit chamber, a flow meter, a comminuter, a
bar screen, a primary clarifier, a trickling filter, a
secondary clarifier, and five sequentially-operated oxidation
ponds. The plant also includes an open-top sludge holding
tank/digester, and four sand-filter sludge drying beds.
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